
A-12 Series I/O Module Quick Start

The ATC A-12 series I/O module had 2 protocol to setup the parameter.

1. Over the USB port.

2. Over the RS-485 port.

Before the regular use, must finish the related setup process. And prepare below items to finish the setup.

1. Install the ATC Utility software.

2. Power on the A-12 and turn the back switch to Init mode. Over the USB or RS-485 to link A-12 and PC.

3. Open the ATC Utility software.

5. Click the to refresh the COM port.

6. Click the related COM port.



7. Click the to search module.

8. Can setup the related parameter from above photo. When finish the setup, must click the Update button.
And turn the A-12 module’s switch to Normalmode.

9. Done.


